
2150 Smithtown Ave., Suite 3, Ronkonkoma, NY 11779
T: 631.580.3191 •  F: 631.580.3195  •  W: envirohealth.org

DESIGN   •   INSPECTION   •   TESTING   •   ANALYSIS

            Enclosed you will find new updated charts and new lab results from your 
latest lead in water sampling.  Please use these to replace the charts in your book. 
The lab results should be added to the back of each corresponding school appendix. 
In this way your book will continually be updated.

            Thank you.  If you have any questions, please feel free to contact us.

Sincerely,

Glenn Neuschwender
President

RE:  Lead in Water Testing

July 20, 2017

Mr. Anthony Dragone
Greenport UFSD
720 Front Street
Greenport, NY 11944
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Sam
ple Location

Fixture
Type

1
st D

raw
Results   
(ppb)

15 Second 
D

raw
 

Results 
(ppb)

60 Second
 D

raw
 

Results 
(ppb)

Rem
edial 

Recom
m

endation
Rem

edial           
Response

Post Rem
ediation 

Test Results

3rd Fl G
irl's G

ang BR
SK

4.08
-

-
N

one
-

-

3rd Fl G
irl's BR (H

ands)
SK

16.3
<1.0

<1.0
FR

Com
pleted FR

162 (Sept. 2, 2016)
<1.0 (Sept. 9, 2016)

3rd Fl H
all by RM

 306 (Right)
W

F
N

D
-

-
N

one
-

-

3rd Fl AD
A BR

SK
3.58

-
-

N
one

-
-

3rd Fl H
all by Rm

 315 (Right)
W

F
N

D
-

-
N

one
-

-

3rd Fl Boy's G
ang BR 

SK
7.46

-
-

N
one

-
-

2nd Fl H
all by RM

 218 (Right)
W

F
N

D
-

-
N

one
-

-

2nd Fl Boy's G
ang BR

SK
13.2

-
-

N
one

-
-

Room
 214

SK
11.6

-
-

N
one

-
-

Faculty BR M
en

SK
5.92

-
-

N
one

-
-

Faculty BR W
om

en
SK

6.1
-

-
N

one
-

-

2nd Fl H
all by RM

 206 (Right)
W

F
N

D
-

-
N

one
-

-

2nd Fl G
irl's G

ang BR (D
oor)

SK
2.62

-
-

N
one

-
-

2nd Fl G
irl's G

ang BR (Left)
SK

16.3
<1.0

<1.0
FR

Com
pleted FR

17 (Sept. 2, 2016)
<1.0 (Sept. 9, 2016)

2nd Fl G
irl's G

and BR (Right)
SK

11.9
-

-
N

one
-

-

H
all by RM

 105 (Right)
W

F
N

D
-

-
N

one
-

-

1st Fl G
irl's G

ang BR (D
oor)

SK
26.6

2
1.1

FR
CA

P
-

1st Fl G
irl's G

ang BR (Left)
SK

7.06
-

-
N

one
-

-

1st Fl G
irl's G

ang BR (Right)
SK

2.01
-

-
N

one
-

-

Btw
 RM

 105 & 106 Boy's BR
SK

2.3
-

-
N

one
-

-

Btw
 RM

 105 & 106 G
irl's BR

SK
2.76

-
-

N
one

-
-
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M
ain O

ffice BR
SK

2.23
-

-
N

one
-

-

H
all by RM

 112 (Right)
W

F
N

D
-

-
N

one
-

-

1st Fl Boy's G
ang BR 

SK
9.83

-
-

N
one

-
-

Art RM
 114

SS
7.26

-
-

N
one

-
-

Art RM
 115 (Left)

SK
3.87

-
-

N
one

-
-

G
ym

 M
en's BR (Right)

SK
9.75

-
-

N
one

-
-

G
ym

 M
en's BR (M

iddle)
SK

25.8
2.1

1.2
FR

Com
pleted FR

 #8.2 (Sept. 2, 2016)

G
ym

 W
om

en's BR (Left)
SK

118
9.2

7.9
FR

Com
pleted FR

2120 (Sept. 2, 2016)
#1.0 (Sept. 9, 2016)

G
ym

 W
om

en's BR (M
iddle)

SK
30.6

6.5
4.5

FR
Com

pleted FR
337 (Sept. 2, 2016)
<1.0 (Sept. 9, 2016)

H
all by RM

 150
W

F
80.8

7.1
2.6

FR
CA

P
-

RM
 150 Auto Shop (M

iddle)
SS

9.62
-

-
N

one
-

-

RM
 151 Tech RM

 (M
iddle) 

SS
13.2

-
-

N
one

-
-

Big G
ym

 Boy's Side 
W

F
N

D
-

-
N

one
-

-

RM
 152C Boy's Coaches O

ffice BR
SK

8.34
-

-
N

one
-

-

Big G
ym

 Boy's LR 
W

F
25

24
6.9

FRSLV
CA

P
-

Big G
ym

 Boy's LR (Right)
SK

11.8
-

-
N

one
-

-

H
ose Bib N

ear G
ym

 Storage
SP

36.7
<1.0

<1.0
FR

Com
pleted FRSLV

 #3 (Sept. 2, 2016)

RM
 109 Superintendent O

ffice BR
SK

13.6
-

-
N

one
-

-

Boy's Coaches RM
 Ice M

ach
SP

94.2
1.8

1.3
FR

Com
pleted FRSLV

 <1.0 (Sept. 2, 2016)

Big G
ym

 G
irl's Side

W
F

N
D

-
-

N
one

-
-

G
irl's Coaches O

ffice BR
SK

46.8
2.7

<1.0
FR

Com
pleted FR

51 (Sept. 2, 2016)
<1.0 (Sept. 9, 2016)
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1
st D
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15 Second 
D
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60 Second
 D
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m
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Big G
ym

 G
irl's LR

W
F

87.4
44

8.8
FRSLV

CA
P

-

Big G
ym

 G
irl's LR BR (Left)

SK
19.2

2.7
4.7

FR
Com

pleted FR
42 (Sept. 2, 2016)
#1.8 (Sept. 9, 2016)

H
all by RM

 157
W

F
N

D
-

-
N

one
-

-

RM
 144

SK
6.93

-
-

N
one

-
-

RM
 145

W
F

255
53

13
FRSLV

CA
P

-

RM
 146

SK
21.4

17
2.1

FRSLV
Com

pleted FR
28 (Sept. 2, 2016)
<1.0 (Sept. 9, 2016)

RM
 147

W
F

90.3
3.2

1.5
FR

CA
P

-

N
E A

D
A

 Boy's BR
SK

32.9
35

12
FRSLV

Com
pleted FR

22 (Sept. 2, 2016)
<1.0 (Sept. 9, 2016)

Boy's BR by RM
 156

SK
17.3

5.8
2.6

FR

G
irl's BR by RM

 156
SK

2.05
-

-
N

one
-

-

RM
 137 Aid's BR

SK
2.21

-
-

N
one

-
-

RM
 144 H

om
e Ec Station #1

SK
13.8

-
-

N
one

-
-

RM
 144 H

om
e Ec Station #2

SK
9.23

-
-

N
one

-
-

RM
 144 H

om
e Ec Station #3

SK
3.72

-
-

N
one

-
-

RM
 144 H

om
e Ec Station #4

SK
4.32

-
-

N
one

-
-

RM
 144 H

om
e Ec Station #5

SK
3.28

-
-

N
one

-
-

Sm
all G

ym
W

F
N

D
-

-
N

one
-

-

Kitchen 3 Piece 
SK

4.69
-

-
N

one
-

-

Kitchen SK by Serving Line
SK

6.17
-

-
N

one
-

-

Kitchen SK N
ext to Fridge

SK
57.9

4.9
<1.0

FR
Com

pleted FR
60 (Sept. 2, 2016)
<1.0 (Sept. 9, 2016)
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m
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edial           
Response

Post Rem
ediation 

Test Results

RM
 140 Aid's Break RM

SK
3.54

-
-

N
one

-
-

RM
 101 Pre K

SK
8.1

-
-

N
one

-
-

RM
 141 BR

SK
3.56

-
-

N
one

-
-

RM
 102 Pre K

SS
1.7

-
-

N
one

-
-

N
urse O

ffice
SK

10
<1.0

<1.0
N

one
-

-

N
urse O

ffice BR
SK

2.9
1.9

1.4
N

one
-

-

Kitchen H
andw

ashing
SK

6.9
<1.0

<1.0
N

one
-

-

1FD
 Auto Shop

SP
7.6

N
one

2FD
 Exterior, O

/S Business O
ffice

SP
<1.0

N
one

3FD
, Exterior, Kindergarten

SP
<1.0

N
one



Code Key 
 

 
 
Remediation Type Codes 
 
FR = Fixture replacement 
FRSLV = Replacement of fixture, supply lines, and valves 
FRSLVPA= Replacement of fixture, supply lines, valves and plumbing assessment 
SIGN  = Warning sign posting 
CAP  = Remove fixture or cap line 

 
 
 
Room ID Codes 
 
CC = Custodian Closet 
MPR = Multi Purpose Room 
Café = Cafeteria 
Sci = Science Lab 
PE = Physical Ed 
BR = Bathroom 
LR = Locker Room 
RM = Room 
 
 
 
Fixture Type Codes 
WF = Water Fountain 
SK = Sink 
SS = Slop Sink 
SP = Spigot 
PF = Pot Filler 
HB = Hose Bib 
IM = Ice Machine 
WC = Water Cooler 
SH  = Shower 
 
 
Result Code 
ND = Not Detected 
< = Less Than 
- = No Testing Required 
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